Summary Report

Gaseous and Opacity Excess Emission
and Continuous Monitoring System Performance

L Facility Information
The Battery Recycling Company, Inc.
State Road No. 2, Km 72.2
Bo. Cambalache
Arecibo, Puerto Rico

Responsible Official: Mr. Luis Figueroa Nieves
Title: Principal and CEO

1. Pollutants Required to be Monitored by MACT
a. Particulate Matter and Lead
III.  Reporting Period
July 1, 2010 to December 31, 2010
IV.  Process Units Description
a. Lead Smelter Rotary Furnace 1 — 5 m’ capacity
b. Lead Smelter Rotary Furnace 2 — 10 m’ capacity
c. Lead Refining Kettles
V. Emission and Operating Parameter Limitations
a. Opacity: 20% maximum — Main Baghouse System -
b. Particulate Matter — 50 mg/dscm (0.022 grains/dscf)
c. Lead - 2.0 mg/dscm (0.00087 grains/dscf)
VI.  Monitoring Equipment
a. Bag Leak Detector
i. Brand and model: TRIBOGUARD II Model 4002

VII.  Rotary Furnace 1 Total Operating Time : 240,480 minutes
Rotary Furnace 2 Total Operating Time : 233,280 minutes




VIIL

Emission Data Summary

A. Bag Leak Detector Signal 10 Minute Average Higher Than 10%

IX.

Leak DetectorData Summary

a. Total duration of excess emission: 00 minutes

b. Total duration of alarm periods: 60 minutes

c. Alarm Periods v Total Operating Time: 0.026 %

d. Excess Periods v Total Operating Time: 0.0%

e. Total duration of alarm periods v Total Operating Time excluding events during

Start Up, Shut Down or Malfunction : 0.026 %

Alarm Periods Breakdown

a. Start Up/ Shut Down: _ 0 minutes

b. Control Equipment Problems: _60_ minutes

c. Process Problems: 0__ minutes

d. Other Known Causes: 0 minutes

e. Other Unknown Causes: 0 minutes

Note: It is important to mention that the events included in this report are events where
the average signal of the bag leak detector sensor exceeded the 10% value within a 10
minute ﬁmmom The bag leak detector is the only continuous monitor required for the
facility and it is designed to measure differences in relative particulate loading within Ew
gas stream and not emission levels.

CMS Performance Summary

CMS Performance Summary
a. Total duration of downtime: 450 minutes
b. Percent of Total Operating Time: 0.19%
c. Percent of Total Operating Time excluding events during Start Up, Shut Down or

Malfunction : 0.19%

Emission Breakdown
a. Monitoring Equipment Malfunction: _0_ minutes
b. Maintenance of CMS: 450 minutes
¢. Non monitoring Equipment Malfunction: __ 0 minutes
d. Quality Assurance/Quality Control Calibrations: _0__ minutes
e. Other Known Causes: 0 minutes
f.  Other Unknown Causes: 0__ minutes




Note: It is estimated that the probe is taken out of service about 5 times for 15 minutes
every month for check and cleaning.

Changes to CMS, process or controls.
No changes have been implemented to the CMS since the last report.

Certifying Official

“Mr. Ricardo Rossello
Chief Financial Officer
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